The GSHPstudied in this paper produces a thermal power output of 29 kW in winter and a cooling power output of 26 kW during summer time.
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NOMENCLATURE q Thermal energy [kWh] . Q Thermal power [W] .
T,e Q Thermal power lost through external walls [W] .
T,x Q Thermal power lost toward not heated rooms [W] .
T,E Q Thermal power lost to the ground [W] . a,i Q Thermal power lost through ventilation [W] . 

INTRODUCTION
The groundsource heat pump (GSHP) has historical origins in the European and American regions with unfavourable winter weather conditions where conventional systems need considerable amounts of thermal energy to comfortably heat buildings.
Geothermal systems have been used in northern Europe and America for a long time, but were not used on commercial scale in the USA until 1980s [1] .
This explains the territorial diffusion and trend of the development of these kinds of systems.
The following figures indicate that there are over 150,000 groundwater and 250,000 ground closed loop, heat pump installations in the USA. The annual growth rate is estimated at 10%. GSHPs account for 63% of the geothermal direct use in the USA, amounting to 12,000 TJ (3, 340 GWh) annually [1] [2] . In Europe, the spread of the GSHPs is different in each country [3] [4] [5] [6] [7] . It is influenced by national politics, energy, weather and cultural situations. MW of geothermal plants both for power production and for directusefor residential utilization.
Within 2020, CO 2 atmospheric emission could decrease by 8-10 millions of tons using geothermal energy [8] . In Italy the target is to improve the utilization of geothermal energy from 0.6% to 1.2%.
Asian countries are also consideringGSHPs to reduce energy consumption and reduce the environmental impact of air conditioning in urban areas [9] [10] The main advantage of GSHPs derives from their better performance in comparison with traditional systems [11] [12] [13] [14] , owing to a more stable temperature of the heat source during the whole year.
Underground temperature is practically constant and close to 15 °C for most of the year.
The main drawback of this technology is the necessity of exchanging heat with the soil and this requires drilling a number of holes several meters deep, where the working fluid will be flowing.
This increases considerably the overall capital costs of the installation.
There are two types of heat exchanger arrangements with the ground: vertical and horizontal heat exchangers [2] . The vertical heat exchangers are employed when enough surfaceis not avaliable consideringthe heat transfer demand. This type of system is lessinfluenced by the external weather conditions and by the sun radiation than horizontal heat exchangers, because the boreholes are drilled several meters below the surface.
In the horizontal arrangement, pipes are buried in trenches spaced a minimum of 1.5m apart and from 1.2 to 1.8m deep. This spacing is the minimum distance to avoid thermal interference between M A N U S C R I P T
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pipes. In this type of heat exchanger, the performancemay be greatly influenced by the local climatic conditions [18] .
The operating conditions of the GSHP and its components, evaporator, compressor, condenserand expansion valve were simulated by usingthe TRNSYS 16 software tool [15] .
The parts of the system that are implemented in TRNSYSare:
• the residential building;
• the GSHP whose operational characteristics were introduced by using performance maps describing the values of thermal power that during summer and winter are provided and absorbed, when evaporator and condenser temperatures change.
• the geothermal heat exchanger.
• free-cooling bypass;
• storage volume, dimensional features of the heat exchangers and thermal proprieties of the ground.
The final result of the calculations are the trends of the global variables with time, and the optimisation process of the energy performance of the building, heat pump, ground heat exchanger, ground.
The numerical simulations of underground behaviour when a GSHP is installed is not straigthforward. The environmental impact due to the geothermal heat exchangers is commonly studied with the aim to verify the environmental sustainability of this type of plant.
When the plant sizing is well done, a steady stateheat balance between the undisturbed natural soil conditions and the new condition where the energy is extracted and transferred to the heat exchangers is reached after a few years. The thermal behaviour near the geothermal heat exchangers is complex and it depend by many overlaying processes:
1. a substantial soil cooling near the heat exchangers (at a distance shorter than 10 cm) when the GSHP is operated in heating mode ; M A N U S C R I P T
2. a soil cooling effect that radially decreases from the boreholesto a few meters of distance, creating a typical funnel temperature trend during a seasonal cycle (few months);
3. on the long term, at least a radius of 10 m around the boreholes of cooled soil during the all plant's life cycle (25-30 years).
The short period effect is due to the thermal load of the ground heat exchanger: the lower the soil temperature near the borehole,the higher the power extractedaround the heat exchanger. The long period effect is due to the annual transferred energy from and to the soil. The higher is the soil temperature difference between the initial and the final conditions (after 25-30 years),the higher is the energy amount yearly extractedby the heat exchangers from the total storage volume of the ground.
Usually GSHPs are sized to minimize the drilling cost, i.e.to minimize the overall heat exchangers length. Furthermore, a suitablesizing avoids a quick soil temperature drop, because this may cause a performance decrease of the GSHP. It is acceptable that the soil temperature does not change more than 2 °C in the long term (25-30 years). This temperature change is considered as a reasonable by VDI4640 code [16] and the ground heat storage software EED by Buildingphysics [17] , which is one of the leading tools to calculate heat transfer in ground coupled heat exchangers.
In this paper several different plant configurations were studied with the aim of comparing the results as a function of the number of boreholes and depth, of serial and parallel pipe arrangement, of the kind of soil. The aim of this paper is to define the best techinical and economic plant configuration, with reference to a real case study.
BUILDING FEATURES
To evaluate the efficiency of theGSHPs, a plantwas studied for a residential building. The residential building which is chosen for this simulation is located in Central Italy, near the city of Perugia. It is a house divided into two apartments distributed on two floors. The ground floor = From this data it was possible to sizethe geothermal heat pump.
The building structure and the heat distribution plant have been implemented in TRNSYS 16. The building is divided into three different parts, called thermal zones: "Z1", "Z2", "NOT HEATED".
A thermal zone is a part of the building where the climatic variables can be considered uniform.
THE SELECTION OF THE GROUND SOURCE HEAT PUMP
The ground source heat pump was selected considering the winter heat load of about 26.5 kW. The selected heat pump, has a winter thermal power of about 29 kW and a summer thermal power of about 26.1 kW, in nominal conditions. These figures refer to: M A N U S C R I P T
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-summer conditions: evaporator water temperature: 12°C-7°C; water temperature to the condenser: 15°C-30°C; -winter conditions: condenser water temperature: 40°C -45°C; water temperature to the evaporator: 15°C. [6] This configuration has been tested and verified by numerical simulation ofall possible operating conditions. This is possible by using a special routine of TRNSYS 16, named Type 668, which allows inserting the performance map of the device. The performance map includes the values of thermal power that during summer and winter are provided and absorbed, when evaporator and condenser temperature change.
GEOTHERMAL HEAT TRANSFER
The main parameters,which influence the geothermal heat transfer are the following:
-The kind of underground soil; -The amount of heat to transfer; -The type of geothermal heat exchanger.
In the present study many different kinds of underground soil and type of geothermal heat exchanger are investigated varying the scheme of a reference plant configuration.
Features of the underground soil
The type of soil influences heavily both the sizes and the number of the pipes of the heat exchanger.
The two main characteristics of the soil are:
-thermal conductivity;
-thermal capacity.
As it was not possible to find detailed information about the kind of soil where the building is located, it was assumed, from information of near excavations,that the underground is mostly INSERT TABLE 1
Amount of heat to exchange
The geothermal boreholes must be able to absorb from the ground, during the winter, the required thermal energy to heat the building. Conversely, during the summer, they must be able to dissipatethe heat in order to cool the building. The amount of these transferred energy flows is based on the heat pump power output. As the power of the device is larger than the power required by the building, the heat exchanger size has been calculated by the procedure reported in Tab. 2 and   Tab. 3.   INSERT TABLE 2   INSERT TABLE 3 The annual energy load for heating is calculated with the following equation:
where Q requested is the power of the heat pump in heating mode.The annual energy load for heating amounts at 52,009 kWh. Likewise, the annual energy load for cooling is calculated with equation 3:
where Q requested is the power of the heat pump in cooling mode. The annual energy load for cooling M A N U S C R I P T
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amounts at 22,289 kWh.
Heat exchanger configuration
Even though there is enough surface around the building to accommodate a horizontal heat exchanger, the vertical type was selected to have a higher efficiency, less sensitivity of climatic conditions and a more flexible utilization of the garden space.
The features of the reference plant configurationboreholes (defined for the case of study) are reported in Tab. 4 .   INSERT TABLE 4 Different heat exchanger arrangements are simulated. In particular, the influence of the number of the vertical drillings and their depth on the soil temperature is studied by varying the scheme of the reference plant configuration. On the contrary, the influence of the heat exchangers arrangement (serial or parallel) and the distance between the boreholes are investigated.
Finally, the reference plant configuration was simulated with a geothermal heat exchanger consisting of nine boreholesarranged in strings of 3 pipes. Each string is connected in parallel with the others in a reverse mode (the first string at inletis the last one at outlet).The depth of each borehole (reference case) is 80 m. The linear distance between boreholes is 8 m M A N U S C R I P T
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OPERATION OF THE PLANT
The operational mode of the plant is determined by the heat and cooling demand of the user. In this case, considering the particular weather conditions of the site, it was decided that this plant was to work with three different modes in winter and summer.
The first mode is for winter time. From 10:00 pm to 05:30 am the plant will keep the temperature of the heated spaces at 16 °C, whereas from 05:30 am to 10:00 pm, the plant will keep the temperature of the heated space (zones Z1 and Z2) at 20°C.
The second (A) and third (B) modes are employed in the summer and the results are compared with each other.
-Mode A: if the temperature of the cooled area exceeds 26°C, the GSHP will start operating in cooling mode.
-Mode B: the use of free cooling is considered. In this mode a bypass system consisting of a pump and a plate heat exchanger cools the fluid of the radiant floor directly using the fluid circulating in the geothermal heat exchangers loop.
INFLUENCE OF THE SOIL TYPE
The underground minimum soil temperatures reached in the long term (25-30 years) are investigated with the aim to define the best soil type where to build a GSHP. The numerical simulations are done considering three underground soil types.
In case 1 the soil consists ofclay-silt with low thermal conductivity and low thermal capacity.
In case 2 the soil is the mostcommon type in the region where the house is built, and mainly consistsof clay orogenesis deposits with a medium moisture. Such a soil has average thermal characteristics.
Case 3 is on a sedimentary rocks soil with high thermal characteristics values.
The numerical simulation shows how the best type of soil is in the third case, because the temperature drop in the long term does not exceed 0.52 °C. The soil type of the case study is the M A N U S C R I P T
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second one. The temperature drop after 25 years of GSHP operationreaches1.63°C, value that can be still considered acceptable.
The worst soil type is in the first case,because of low thermal characteristics values. The results are shown in Fig. 1 and Fig. 2 . The Fig. 2 shows the interpolation of the minimum temperature reached in 25 years.
INSERT FIGURE 1
INSERT FIGURE 2
The results show how sedimentary rocks ground are the best suited for GSHPs, while the worst are the clay-silt types and the sandy-gravel soils. The geological characteristics of the soil in the area,
where the GSHP will be build, are good.
INFLUENCE OF THE HEAT EXCHANGER BOREHOLE NUMBER AND DEPTH
With the aim of understanding the influence of the borehole number, being equal the depth of each drilling,the arrangement of the piping, and the plant and soil characteristics, many simulations were done considering 6, 9, 12 drills. Nine heat exchangers is the number selected for the reference case with a total length of 720 m, because it is the number calculated by using the procedure described section 4.2. Both the configuration with 12 and 9 heat exchangers are acceptable because the temperature differences between the lie in the optimal range. The configuration with 12 boreholes is the best from a thermodynamic point of view, but the one with 9 boreholes is less expensive. Figure 3 shows the mean temperature of the underground soil where the heat exchangers are located. Fig. 4 shows the interpolation of the minimum temperature reached during 25 years of simulations.
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INSERT FIGURE 3
INSERT FIGURE 4
In the case of 6 heat exchangers with a total length of 480 m, the annual temperature's oscillation (∆T 1 ) is high: the underground heat storage is subject to an annual temperature variation that reaches 1.95 °C. High temperature variations affect the GSHP performance and could represent a stress factor for the soil. The long term effect is an underground temperature drop (∆T 25 ) of 2.1°C.
The base case configuration (9 heat exchangers) produces a ∆T 25 =1.63°C and ∆T 1 =0.81 °C.
The best case is with 12 heat exchangers with a total length of 960 m: the annual variation of temperature is 0.63 °C with a temperature drop after 25 years equal to 1.27 °C.
The above simulations are influenced by the total length of the drills. To avoid this problem new simulations were done maintaining constant the heat exchangeroverall length (720 m) and considering 6 drills (one drill length is 120 m), 9 drills (L=80 m ), 12 drills (L=60 m).
The simulations results show that the underground soil temperature is higher if the borehole is deeper. The best configuration is with 6 boreholes, even if the temperature difference of 1.67 °Cis the highest of the three arrangements, meaning an undersized number of boreholes.
INSERT FIGURE 5
Comparing the simulation of figs. 3 and 5 is possible to state that large annual temperature variations occur when the total heat exchangers length is undersized. A large long term temperature drop indicates an undersizing of both the boreholes number and overall heat exchanger length.
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INFLUENCE OF THE DISTANCE BETWEEN BOREHOLES
An important factor that has to be considered when designing anunderground heat exchanger for GSHP applications is the thermal interference between the boreholes.
Indeed, when a vertical heat exchanger is in the region of thermal influence of others drills, the heat exchanger performance changes. The thermal interference effect is difficultto predict during the plant design phase, but it strongly depends on the centre to centre distance of boreholes. In particular in large heat exchanger fields, used in large GSHPs, the correct boreholearrangement is essential. The common state of the art distance between boreholes is 8-10 m.
Several simulations were done using TRNSYS 16, with the aim of studying the boreholes distance The calculations show a ∆T 1 and ∆T 25 dependence on the boreholes distance.
When the boreholes are too close (D=4m) the annual temperature variation and the long term temperature drop are too high. These values are smaller as when the boreholes distance is larger.
9INFLUENCE OF THE HEAT EXCHANGERARRANGEMENT
The soil temperature trend in the long period is influenced by the heat exchangerarrangementtoo.
Using againTRNSYS 16, it was possible to define the optimal arrangement for the available ground surface.
Several simulations were done considering 12 heat exchangers (L=80 m, borehole distance D=8m) with the following arrangement:
• 6 series of 2 drills;
• 4 series of 3 drills;
• 3 series of 4 drills;
• 2 series of 2 drills.
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Since no appreciable difference in the underground average temperature was found, the heat exchangers fluid temperatures were studied. The worst plant configuration is the one with 6 series of 2 boreholes, while the best one is with 1 series of 12 boreholes. In fig. 6 the curves of the minimum fluid temperature reached every year are plotted. To reduce costs and to use larger groundsurfaces,the arrangements with 3 series of 3 drills, 3 series of 4drills and 4 series of 3drills
(with rectangular/square layout ) are preferred. If the configuration with 9 boreholes is selected, the best arrangement is with 3 series of 3 drills, since it has the lowest cost and smallest use of space.
INSERT FIGURE 6
COMPARATIVE SIMULATIONS
A comparative simulation of several plant configurations was done to define the acceptable range of ∆T 1 and ∆T 25 for a correct heat exchangers sizing.
In figs. 7 and 8the underground temperature trends and the annual minimum temperature during 25 years of plantoperation are reportedfor the following heat exchanger arrangements:
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The results show the correct sizing of the reference case plant (9.80.D8). The simulation are done considering that the GSHP operates in cooling mode in the summer. To avoid a long term temperature drop during summer free-cooling operation, the 9.100.D8 or the 9.100.D10 plant configurationsare better than the others.
The acceptable range of ∆T 1 and ∆T 25 for a correct heat exchangers sizing is:
The geothermal heat exchanger field is undersized when:
The geothermal heat exchanger field is oversized when:
All the above parameters are deduced using the data obtained by the simulations previouslyshown and will be tested, compared and validated as soon as possible with more GSHP plant projects and simulations in future research activities.
The installation of an oversized heat exchanger field, such as the 12.120.D12, leads to an extra cost of 36,000 € against a yearly saving of 25 € of electrical energy: which is not economically convenient.
Finally a comparative simulation between the two following plant configurations was done:
1. 9 heat exchangers, L=80, boreholes distance D=8 (code: 9.80.D8 Freecooling) using a GSHP for winter heating and a free-cooling bypass for summer cooling; 2. 9 heat exchangers, L=80, boreholes distance D=8 (code: 9.80.D8) using a reversible GSHP for winter heating and summer cooling. 
and ∆T 25 values are in the optimal range. The free-cooling operationalso leads to an optimal thermal regeneration of the soilwith a temperature drop after 25 years that is lower than 1.09 °C, and also lower than the 1.63 °C temperature drop in the case of a reversible GSHP plant installation. In fact the case of reversible GSHP in cooling mode, the fluid flowing in the radiant floors quickly reaches the working temperature to cool the rooms and so the control system will quickly stop the compressor and the recirculation pumps, especially the ground heat exchangers. This will cause some on/off cycles during the day. In the case of free-cooling, a more constant and continuous fluid recirculation in the ground heat exchangersis necessary, causing an optimal thermal regeneration of the ground.
INSERT FIGURE 9
CASE OF STUDYSIMULATION RESULTS
The case of study will use the reference case plant configuration with 9 ground heat exchangers (L=80 m, D=8 m) arranged in 3 strings of 3 boreholes (code: 9.80.D8).
Figure10 shows the trend of air temperature in the thermal zones "Z1", "Z2", "NOT HEATED", during the year.
INSERT FIGURE 10
In winter, the air temperature of the heated thermal zones ("Z1", "Z2") is between 19°C and 23°C.
The air temperature of the zone "NOT HEATED" and the temperature of the air outside the building follow the same trends.
If the air temperature of the heated zones is between 20°C and 26°C, the plant will be switched off.
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Trend of the plant variables in January
The simulation in January allows to analyse the behaviour of the plant variables, in one of the coldest month of the year. Every variable oscillates with a period of a day.
It is possible to make several considerations:
-the difference between the lowest and the highest temperature values of the thermal zone "Z1", is about 2.5°C;
-the difference between the lowest and the highest temperature value of the thermal zone "Z2", is about 2°C;
These considerations are shown in Fig. 11 INSERT -the start-up is shorter than the shut down;
-during the period in which the plant is switched off, both in the boreholes and in the radiant panels, the fluid does not cool.
These three points mean a high thermal inertia of the system. Such factors produce two positive aspects:
-the decrease of the installation costs. It is due to the thermal accumulation which allows using a heat pump with less nominal power;
-the decrease of operating costs, because in the evening hours the electrical energy is cheaper than in during the day.
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Trend of the plant variables in summer
In summer the temperature trend of mode A and mode B plant configurations are compared.
In summertime (mode A, with the use of a GSHP in cooling mode), the mean air temperature of cooled thermal zone ("Z1", "Z2") is between 24.8°C and 25.3°C. The maximum temperature reached in zone 1 and zone 2 is 26.63°C and 26.49°C respectively.
Considering a free-cooling operation (mode B), the fluid circulating in the radiant floor is chilled directly by the cold fluid flowing on geothermal heat exchangers piping. In this case the heat pump is not on and it is possible to operate the system from 8:00 a.m. to 10:00 p.m. with a very low electric power consumption.
Using the free-cooling operation, the mean air temperature of cooled thermal zone ("Z1", "Z2") is between 23.54°C and 24.07°C. The maximum temperature reached in zone 1 and zone 2 is 26.13°C
and 25.68°C respectively (Fig.12 ).
INSERT FIGURE 12
Comparing the temperature range of the two cooling plant modes of operation, the use of freecooling appears better than the use of the GSHP in cooling mode because:
1. using the free-cooling plant operation the temperatures in the cooled zone are lower than using the GSHP in the cooling mode and inside the temperature comfort range.
2.
The temperature standard deviation in mode A is 2.50°C and 2.05°C for zone 1 and 2 respectively, the temperature standard deviation in mode B is 1.113°C and 0.965°C for zone 1 and 2 respectively. These data mean a smaller temperature variation with the free-cooling operation than with the cooling mode. The use of free-cooling leads to improved comfort conditions.
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3.
It is possible to use a wide range of free-cooling plant operation time with a very low consumption of electric power.
The air temperature of the zone "NOT HEATED" and the temperature of the air outside the building follows the same trends in each plant mode A and B.
COP YEARLY TRENDS
The winter COP is slightly over 4.9 and the summer one is about 2.3.
The winter value is much higher than the summer value for the following reasons:
-the ground source heat pump is optimized for winter operation;
-the geometry of the boreholes system.
COP in cooling mode is always lower than in heating mode, but this difference can have a higher or a lower value depending on the type of heat pump. It is possible to chose a ground source heat pump designed for a prevalent winter use (with very high COP in heating mode and low COP in cooling mode) or for a prevalent summer use (with middle value of COP in winter and summer mode). So the choice of the machine is strictly correlated to the prevailing type of yearly operation mode. In this paper it is supposed to have a prevailing winter use mode.
ECONOMICAL CONSIDERATIONS
The evaluation of the capital costs of the plant was done in order to compare a conventional heating-cooling system with a GSHP. Some costs of the elements which are common in the two systems are neglected, such as circulation pumps and other auxiliary. The evaluation of the operating costs was done for both systems.
Installation costs
The costs of different type of heating-cooling plants are assumed and compared: M A N U S C R I P T
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1. GSHP for winter heating and summer cooling;
2. GSHP for winter heating and free-cooling bypass for summer cooling;
3. natural gas boiler for winter heating and air-water refrigerator for summer cooling;
It is supposed that the two main cost items of the GSHP installation are the following:
-thermal power plant;
-geothermal heat exchanger.
The first one has an estimated cost (based on market analysisthat consisted in contacting several
Italian societies, operating in GSHP plants' business, that quoted the installation of the plants as specified by the current study) of about 33,000 Є and the second one has an estimated cost of about 36,000 Є .
So the overall cost of the plant is approximately 66,000 Є.
The cost for configuration 2) is about 20% less than the first one: 53,000 Є.
Finally the installation cost of the third plant type is supposed composed by the following costs:
-thermal power plant composed by a natural gas boiler for winter heating: 5,100 Є;
-cooling plant composed by air-water refrigerator for summer cooling: 12,900Є.
The overall cost of this plant is approximately 18,000 Є.
Comparing the capital cost of the three different kinds of plantsonly, the third one is the cheapest.
However a meaningful cost comparison of the three different types of heating-cooling plants, also has to include the analysis of the operating costs and the calculation of the pay-back.
Comparative evaluation of winter operating costs
The selected GSHP has a power output for winter heating of 29 kW which is consistent with the winter heat demand of 26.5 kW. Such a system can supply the necessary winter demand, that in the worst case of 14 hours of operation per day, gives 52 MWh/year of heating load. 
INSERT TABLE 5
To satisfythe same heat demand using natural gas boilers (the combustion efficiency is close to 0.9), about 3,400 Nm 3 of natural gas are required. The annual maintenance costs are approximately 50 Є and the natural gas cost is 0.61 Є/Nm 3 , so it is possible to say that the yearly operating cost of this system is approximately 2,100 Є.
Comparative evaluation of summer operating costs
In summer three scenarios were compared.
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The total thermal energy for cooling is 15 MWh per year. Using a reversible GHP that works in cooling mode with a COP equal to 2.3, the annual electrical energy consumption is 6,700 KWh e giving a summer operating cost of 1,100 Є per year.
If a boiler for winter heating and acompressionchiller for summer cooling are used the annual consumption of electrical energy is about 5,660 kWh e giving a summer operating cost of 930 €. The calculation is done considering the total thermal energy that has been removed from the building to cool it (15 MWh) and a COP equal to 2.65
Finally, planning a heating-cooling plant composed by a GSHP for winter heating and a freecooling bypass, the operating costs are due to the free-cooling recirculation pump's energy demand only:i.e. 50Є per year.
Comparative evaluation of pay-back period
To evaluate the pay back period,the GSHP configurations are compared to the base case, which is the plant with a natural gas boiler and acompression refrigerator system.
The Italian government promotes the building energy saving giving a grant that amounts at 55% of the capital plant cost for high efficiency boilers, GSHP systems, solar panels installation.
The base case's installation costs are 18,000 Є and the yearly operation costs are 3,030 Є. The total cost using the government grant is lowered to 8,100 Є.
The configuration with the reversible GSHP for winter heating and summer cooling has an installation cost of 66,000 Є, and a cost using the government's grant of 29,700 Є.The operation costsare 1,850 Є/y.
A heating-cooling plant consisting of a GSHP for winter heating and a freecooling bypass costs 53,000 Є (23,850Є using the government's grant) and the operation costsare as low as 800 Є/y.
The pay-back period of reversible GSHP plant is 40 years without taking advantage of government incentives and 18years with government's grant use respectively.
The pay-back period of GSHP and natural cooling plant is 16 years without the government grant use and 7 with them respectively.
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Comparing the pay-back periods it is possible to state that the GSHP with freecooling isbetter than the reversible GSHP. In particular using the italian government grant this last configuration appears even more convenient than using a separate heating and cooling system (natural gas boiler and acompression refrigerator).
CONCLUSION
In this paper the software TRNSYS 16 is used to study different variations of a base case GSHP scheme. In particular the average ground temperature trend in the long period were studied varying the design of the underground heat exchangers and type of soil: number, total length and distance between the boreholes. Analyzing the annual temperature variation of the soil and the long term temperature difference, it was possible to select the most appropriate heat exchanger arrangement and to define the temperature range ∆T 1 and ∆T 25 to size them. Moreover it was possible to check the optimal sizing of the reference case plant used.
Residential buildings heating and cooling systems, consisting of a GSHP with radiant panels as thermal distribution, can be installed in central Italy with good results both for the comfort inside the building and for the costs. In particular the high thermal inertia of the system produces two positive aspects: the decrease of the installation costs and the decrease of operating costs satisfying the comfort requirements.
The operating costs necessary to heat the building with the GSHP, are lower than the operating costs necessary to heat the building with a natural gas power plant. If we consider a conventional cooling system, a similar saving is possible in summer too.
The environment benefits are evident, because 2,300 kg/year of CO 2 (considering aCO 2 emission of 0.58 kg per kWhe and aCO 2 emission of 0.20 kg per kWht burning natural gas) and other polluting emissions to the atmosphere are reduced. The installation costs are still very high, but it has to be considered that the GSHP also provides cooling during summer.
Comparing the three plant configurations capital costs and pay-back periods (1-natural gas boiler for winter heating and compression refrigerator for summer cooling, 2-reversible GSHP for winter 
